




 

37 Tan cove base/  
mastic 

Hallway, 246, 246a, 239, 239a 
and b, 238, 225, 209, 210, 211, 
213, 214, 214a, 215, 217, 219, 
221, 223, 207, 208, 205, 203, 
210, 206, 271, 268, 285, 286, 



 

62 Drywall (orange) 
Joint compound* 

373e F Good Drywall = ND 
JC = <1% 

3 500 SF 

63 Drywall (white) 
Joint compound* 

All rooms except hallways, 392, 
392a, b, c, d, e, 373e, 369, 369a, 
b, WRR, MRR, 311, shops, 
elevator 

F Good Drywall = ND 
JC = <1% 

3 20,000 SF 

64 1’ x 1’ White fissure 
ceiling panel 

384, 384a, 382, 382a, 378, 368a, 
b, c, 368, 366, 366a, 307, 309, 
311, 313, 315, 317 

F Good ND 3 N/A 

65 Brown mastic behind 
ceiling panel 

Same as above (MTL #64) NF Good ND 3 N/A 

66 Drywall (blue) 
Joint compound* 

392, 392a thru e F Good Drywall = ND 
JC = <1% 

3 3,500 SF 

67 2’ x 2’ White fissure 
ceiling panel 

392, 392c F Good ND 3 N/A 


